






































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2

GasFlowTot, _Event, 
100scf

Startup, Cold, TF Startup, Warm, TF Startup, Hot, TF
Shutdown, TF NormalOp, TF

1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s)

06/02/2020 00:00 0.0 0 0 0 0 1

06/02/2020 01:00 0.0 0 0 0 0 1

06/02/2020 02:00 0.0 0 0 0 0 1

06/02/2020 03:00 0.0 0 0 0 0 1

06/02/2020 04:00 0.0 0 0 0 0 1

06/02/2020 05:00 0.0 0 0 0 0 1

06/02/2020 06:00 0.0 0 0 0 0 1

06/02/2020 07:00 0.0 0 0 0 0 1

06/02/2020 08:00 0.0 0 0 0 0 1

06/02/2020 09:00 0.0 0 0 0 0 1

06/02/2020 10:00 0.0 0 0 0 0 1

06/02/2020 11:00 0.0 0 0 0 0 1

06/02/2020 12:00 0.0 0 0 0 0 1

06/02/2020 13:00 0.0 0 0 0 0 1

06/02/2020 14:00 0.0 0 0 0 0 1

06/02/2020 15:00 0.0 0 0 0 0 1

06/02/2020 16:00 0.0 0 0 0 0 1

06/02/2020 17:00 0.0 0 0 0 0 1

06/02/2020 18:00 0.0 0 0 0 0 1

06/02/2020 19:00 0.0 0 0 0 0 1

06/02/2020 20:00 0.0 0 0 0 0 1

06/02/2020 21:00 0.0 0 0 0 0 1

06/02/2020 22:00 0.0 0 0 0 0 1

06/02/2020 23:00 0.0 0 0 0 0 1

Average/Sum#: 0.0 # 0 # 0 # 0 # 0 # 24 #

Minimum: 0.0 0 0 0 0 1

Maximum: 0.0 0 0 0 0 1

%SI 0.00 0.00 0.00 0.00 0.00 0.00
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Red = Invalid or Excluded Data  |  Green = Edited Status  |  Blue = Edited Value  |  * = Excess Emission

Daily Summary Report
CT2 Event GasFlowTotal 100scf

Generated:

To: COLUSA GENERATING STATION

Maxwell, CA

Facility Name:

Location:

From: 06/30/2020 23:5904/01/2020 00:00

07/10/2020 09:25

COLUSA 
GENERATING STATION 



Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2

GasFlowTot, _Event, 
100scf

Startup, Cold, TF Startup, Warm, TF Startup, Hot, TF
Shutdown, TF NormalOp, TF

1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s)

06/03/2020 00:00 0.0 0 0 0 0 1

06/03/2020 01:00 0.0 0 0 0 0 1

06/03/2020 02:00 0.0 0 0 0 0 1

06/03/2020 03:00 0.0 0 0 0 0 1

06/03/2020 04:00 0.0 0 0 0 0 1

06/03/2020 05:00 0.0 0 0 0 0 1

06/03/2020 06:00 0.0 0 0 0 0 1

06/03/2020 07:00 0.0 0 0 0 0 1

06/03/2020 08:00 0.0 0 0 0 0 1

06/03/2020 09:00 0.0 0 0 0 0 1

06/03/2020 10:00 0.0 0 0 0 0 1

06/03/2020 11:00 0.0 0 0 0 0 1

06/03/2020 12:00 0.0 0 0 0 0 1

06/03/2020 13:00 0.0 0 0 0 0 1

06/03/2020 14:00 0.0 0 0 0 0 1

06/03/2020 15:00 0.0 0 0 0 0 1

06/03/2020 16:00 0.0 0 0 0 0 1

06/03/2020 17:00 0.0 0 0 0 0 1

06/03/2020 18:00 0.0 0 0 0 0 1

06/03/2020 19:00 0.0 0 0 0 0 1

06/03/2020 20:00 0.0 0 0 0 0 1

06/03/2020 21:00 0.0 0 0 0 0 1

06/03/2020 22:00 0.0 0 0 0 0 1

06/03/2020 23:00 0.0 0 0 0 0 1

Average/Sum#: 0.0 # 0 # 0 # 0 # 0 # 24 #

Minimum: 0.0 0 0 0 0 1

Maximum: 0.0 0 0 0 0 1

%SI 0.00 0.00 0.00 0.00 0.00 0.00
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Red = Invalid or Excluded Data  |  Green = Edited Status  |  Blue = Edited Value  |  * = Excess Emission

Daily Summary Report
CT2 Event GasFlowTotal 100scf

Generated:

To: COLUSA GENERATING STATION

Maxwell, CA

Facility Name:

Location:

From: 06/30/2020 23:5904/01/2020 00:00

07/10/2020 09:25

COLUSA 
GENERATING STATION 



Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2

GasFlowTot, _Event, 
100scf

Startup, Cold, TF Startup, Warm, TF Startup, Hot, TF
Shutdown, TF NormalOp, TF

1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s)

06/04/2020 00:00 149.6 0 0 0 1 0

06/04/2020 01:00 0.0 0 0 0 0 0

06/04/2020 02:00 0.0 0 0 0 0 0

06/04/2020 03:00 0.0 0 0 0 0 0

06/04/2020 04:00 0.0 0 0 0 0 0

06/04/2020 05:00 0.0 0 0 0 0 0

06/04/2020 06:00 0.0 0 0 0 0 0

06/04/2020 07:00 0.0 0 0 0 0 0

06/04/2020 08:00 0.0 0 0 0 0 0

06/04/2020 09:00 0.0 0 0 0 0 0

06/04/2020 10:00 1,726.0 0 1 0 0 0

06/04/2020 11:00 7,273.0 0 1 0 0 0

06/04/2020 12:00 0.0 0 0 0 0 1

06/04/2020 13:00 0.0 0 0 0 0 1

06/04/2020 14:00 0.0 0 0 0 0 1

06/04/2020 15:00 0.0 0 0 0 0 1

06/04/2020 16:00 0.0 0 0 0 0 1

06/04/2020 17:00 0.0 0 0 0 0 1

06/04/2020 18:00 0.0 0 0 0 0 1

06/04/2020 19:00 0.0 0 0 0 0 1

06/04/2020 20:00 0.0 0 0 0 0 1

06/04/2020 21:00 0.0 0 0 0 0 1

06/04/2020 22:00 0.0 0 0 0 0 1

06/04/2020 23:00 0.0 0 0 0 0 1

Average/Sum#: 9,148.6 # 0 # 2 # 0 # 1 # 12 #

Minimum: 0.0 0 0 0 0 0

Maximum: 7,273.0 0 1 0 1 1

%SI 0.00 0.00 0.00 0.00 0.00 0.00
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Red = Invalid or Excluded Data  |  Green = Edited Status  |  Blue = Edited Value  |  * = Excess Emission

Daily Summary Report
CT2 Event GasFlowTotal 100scf

Generated:

To: COLUSA GENERATING STATION

Maxwell, CA

Facility Name:

Location:

From: 06/30/2020 23:5904/01/2020 00:00

07/10/2020 09:25

COLUSA 
GENERATING STATION 



Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2

GasFlowTot, _Event, 
100scf

Startup, Cold, TF Startup, Warm, TF Startup, Hot, TF
Shutdown, TF NormalOp, TF

1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s)

06/05/2020 00:00 95.3 0 0 0 1 0

06/05/2020 01:00 0.0 0 0 0 0 0

06/05/2020 02:00 0.0 0 0 0 0 0

06/05/2020 03:00 0.0 0 0 0 0 0

06/05/2020 04:00 0.0 0 0 0 0 0

06/05/2020 05:00 0.0 0 0 0 0 0

06/05/2020 06:00 0.0 0 0 0 0 0

06/05/2020 07:00 0.0 0 0 0 0 0

06/05/2020 08:00 0.0 0 0 0 0 0

06/05/2020 09:00 0.0 0 0 0 0 0

06/05/2020 10:00 0.0 0 0 0 0 0

06/05/2020 11:00 0.0 0 0 0 0 0

06/05/2020 12:00 0.0 0 0 0 0 0

06/05/2020 13:00 0.0 0 0 0 0 0

06/05/2020 14:00 0.0 0 0 0 0 0

06/05/2020 15:00 0.0 0 0 0 0 0

06/05/2020 16:00 0.0 0 0 0 0 0

06/05/2020 17:00 0.0 0 0 0 0 0

06/05/2020 18:00 0.0 0 0 0 0 0

06/05/2020 19:00 0.0 0 0 0 0 0

06/05/2020 20:00 0.0 0 0 0 0 0

06/05/2020 21:00 0.0 0 0 0 0 0

06/05/2020 22:00 0.0 0 0 0 0 0

06/05/2020 23:00 0.0 0 0 0 0 0

Average/Sum#: 95.3 # 0 # 0 # 0 # 1 # 0 #

Minimum: 0.0 0 0 0 0 0

Maximum: 95.3 0 0 0 1 0

%SI 0.00 0.00 0.00 0.00 0.00 0.00

CT2_DailySummary_Event_GasFlowTotal_100scf 66

Red = Invalid or Excluded Data  |  Green = Edited Status  |  Blue = Edited Value  |  * = Excess Emission

Daily Summary Report
CT2 Event GasFlowTotal 100scf

Generated:

To: COLUSA GENERATING STATION

Maxwell, CA

Facility Name:

Location:

From: 06/30/2020 23:5904/01/2020 00:00

07/10/2020 09:25

COLUSA 
GENERATING STATION 



Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2

GasFlowTot, _Event, 
100scf

Startup, Cold, TF Startup, Warm, TF Startup, Hot, TF
Shutdown, TF NormalOp, TF

1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s)

06/06/2020 00:00 0.0 0 0 0 0 0

06/06/2020 01:00 0.0 0 0 0 0 0

06/06/2020 02:00 0.0 0 0 0 0 0

06/06/2020 03:00 0.0 0 0 0 0 0

06/06/2020 04:00 0.0 0 0 0 0 0

06/06/2020 05:00 0.0 0 0 0 0 0

06/06/2020 06:00 0.0 0 0 0 0 0

06/06/2020 07:00 0.0 0 0 0 0 0

06/06/2020 08:00 0.0 0 0 0 0 0

06/06/2020 09:00 0.0 0 0 0 0 0

06/06/2020 10:00 0.0 0 0 0 0 0

06/06/2020 11:00 0.0 0 0 0 0 0

06/06/2020 12:00 0.0 0 0 0 0 0

06/06/2020 13:00 0.0 0 0 0 0 0

06/06/2020 14:00 0.0 0 0 0 0 0

06/06/2020 15:00 0.0 0 0 0 0 0

06/06/2020 16:00 0.0 0 0 0 0 0

06/06/2020 17:00 0.0 0 0 0 0 0

06/06/2020 18:00 0.0 0 0 0 0 0

06/06/2020 19:00 0.0 0 0 0 0 0

06/06/2020 20:00 0.0 0 0 0 0 0

06/06/2020 21:00 0.0 0 0 0 0 0

06/06/2020 22:00 0.0 0 0 0 0 0

06/06/2020 23:00 0.0 0 0 0 0 0

Average/Sum#: 0.0 # 0 # 0 # 0 # 0 # 0 #

Minimum: 0.0 0 0 0 0 0

Maximum: 0.0 0 0 0 0 0

%SI 0.00 0.00 0.00 0.00 0.00 0.00
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Red = Invalid or Excluded Data  |  Green = Edited Status  |  Blue = Edited Value  |  * = Excess Emission

Daily Summary Report
CT2 Event GasFlowTotal 100scf

Generated:

To: COLUSA GENERATING STATION

Maxwell, CA

Facility Name:

Location:

From: 06/30/2020 23:5904/01/2020 00:00

07/10/2020 09:25

COLUSA 
GENERATING STATION 



Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2

GasFlowTot, _Event, 
100scf

Startup, Cold, TF Startup, Warm, TF Startup, Hot, TF
Shutdown, TF NormalOp, TF

1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s)

06/07/2020 00:00 0.0 0 0 0 0 0

06/07/2020 01:00 0.0 0 0 0 0 0

06/07/2020 02:00 0.0 0 0 0 0 0

06/07/2020 03:00 0.0 0 0 0 0 0

06/07/2020 04:00 0.0 0 0 0 0 0

06/07/2020 05:00 0.0 0 0 0 0 0

06/07/2020 06:00 0.0 0 0 0 0 0

06/07/2020 07:00 0.0 0 0 0 0 0

06/07/2020 08:00 0.0 0 0 0 0 0

06/07/2020 09:00 0.0 0 0 0 0 0

06/07/2020 10:00 0.0 0 0 0 0 0

06/07/2020 11:00 0.0 0 0 0 0 0

06/07/2020 12:00 0.0 0 0 0 0 0

06/07/2020 13:00 0.0 0 0 0 0 0

06/07/2020 14:00 0.0 0 0 0 0 0

06/07/2020 15:00 0.0 0 0 0 0 0

06/07/2020 16:00 0.0 0 0 0 0 0

06/07/2020 17:00 0.0 0 0 0 0 0

06/07/2020 18:00 0.0 0 0 0 0 0

06/07/2020 19:00 0.0 0 0 0 0 0

06/07/2020 20:00 0.0 0 0 0 0 0

06/07/2020 21:00 0.0 0 0 0 0 0

06/07/2020 22:00 0.0 0 0 0 0 0

06/07/2020 23:00 0.0 0 0 0 0 0

Average/Sum#: 0.0 # 0 # 0 # 0 # 0 # 0 #

Minimum: 0.0 0 0 0 0 0

Maximum: 0.0 0 0 0 0 0

%SI 0.00 0.00 0.00 0.00 0.00 0.00
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Red = Invalid or Excluded Data  |  Green = Edited Status  |  Blue = Edited Value  |  * = Excess Emission

Daily Summary Report
CT2 Event GasFlowTotal 100scf

Generated:

To: COLUSA GENERATING STATION

Maxwell, CA

Facility Name:

Location:

From: 06/30/2020 23:5904/01/2020 00:00

07/10/2020 09:25

COLUSA 
GENERATING STATION 



Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2

GasFlowTot, _Event, 
100scf

Startup, Cold, TF Startup, Warm, TF Startup, Hot, TF
Shutdown, TF NormalOp, TF

1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s)

06/08/2020 00:00 0.0 0 0 0 0 0

06/08/2020 01:00 0.0 0 0 0 0 0

06/08/2020 02:00 0.0 0 0 0 0 0

06/08/2020 03:00 0.0 0 0 0 0 0

06/08/2020 04:00 0.0 0 0 0 0 0

06/08/2020 05:00 0.0 0 0 0 0 0

06/08/2020 06:00 0.0 0 0 0 0 0

06/08/2020 07:00 0.0 0 0 0 0 0

06/08/2020 08:00 0.0 0 0 0 0 0

06/08/2020 09:00 1,771.6 1 0 0 0 0

06/08/2020 10:00 5,145.8 1 0 0 0 0

06/08/2020 11:00 5,434.8 1 0 0 0 0

06/08/2020 12:00 6,591.5 1 0 0 0 0

06/08/2020 13:00 0.0 0 0 0 0 1

06/08/2020 14:00 0.0 0 0 0 0 1

06/08/2020 15:00 0.0 0 0 0 0 1

06/08/2020 16:00 0.0 0 0 0 0 1

06/08/2020 17:00 0.0 0 0 0 0 1

06/08/2020 18:00 0.0 0 0 0 0 1

06/08/2020 19:00 0.0 0 0 0 0 1

06/08/2020 20:00 0.0 0 0 0 0 1

06/08/2020 21:00 0.0 0 0 0 0 1

06/08/2020 22:00 0.0 0 0 0 0 1

06/08/2020 23:00 89.8 0 0 0 1 0

Average/Sum#: 19,033.5 # 4 # 0 # 0 # 1 # 10 #

Minimum: 0.0 0 0 0 0 0

Maximum: 6,591.5 1 0 0 1 1

%SI 0.00 0.00 0.00 0.00 0.00 0.00
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Red = Invalid or Excluded Data  |  Green = Edited Status  |  Blue = Edited Value  |  * = Excess Emission

Daily Summary Report
CT2 Event GasFlowTotal 100scf

Generated:

To: COLUSA GENERATING STATION

Maxwell, CA

Facility Name:

Location:

From: 06/30/2020 23:5904/01/2020 00:00

07/10/2020 09:25

COLUSA 
GENERATING STATION 



Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2

GasFlowTot, _Event, 
100scf

Startup, Cold, TF Startup, Warm, TF Startup, Hot, TF
Shutdown, TF NormalOp, TF

1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s)

06/09/2020 00:00 0.0 0 0 0 0 0

06/09/2020 01:00 0.0 0 0 0 0 0

06/09/2020 02:00 0.0 0 0 0 0 0

06/09/2020 03:00 0.0 0 0 0 0 0

06/09/2020 04:00 0.0 0 0 0 0 0

06/09/2020 05:00 0.0 0 0 0 0 0

06/09/2020 06:00 0.0 0 0 0 0 0

06/09/2020 07:00 0.0 0 0 0 0 0

06/09/2020 08:00 2,240.4 0 1 0 0 0

06/09/2020 09:00 5,114.8 0 1 0 0 0

06/09/2020 10:00 6,943.2 0 1 0 0 0

06/09/2020 11:00 0.0 0 0 0 0 1

06/09/2020 12:00 0.0 0 0 0 0 1

06/09/2020 13:00 0.0 0 0 0 0 1

06/09/2020 14:00 0.0 0 0 0 0 1

06/09/2020 15:00 0.0 0 0 0 0 1

06/09/2020 16:00 0.0 0 0 0 0 1

06/09/2020 17:00 0.0 0 0 0 0 1

06/09/2020 18:00 0.0 0 0 0 0 1

06/09/2020 19:00 0.0 0 0 0 0 1

06/09/2020 20:00 0.0 0 0 0 0 1

06/09/2020 21:00 0.0 0 0 0 0 1

06/09/2020 22:00 0.0 0 0 0 0 1

06/09/2020 23:00 78.7 0 0 0 1 0

Average/Sum#: 14,377.1 # 0 # 3 # 0 # 1 # 12 #

Minimum: 0.0 0 0 0 0 0

Maximum: 6,943.2 0 1 0 1 1

%SI 0.00 0.00 0.00 0.00 0.00 0.00
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Red = Invalid or Excluded Data  |  Green = Edited Status  |  Blue = Edited Value  |  * = Excess Emission

Daily Summary Report
CT2 Event GasFlowTotal 100scf

Generated:

To: COLUSA GENERATING STATION

Maxwell, CA

Facility Name:

Location:

From: 06/30/2020 23:5904/01/2020 00:00

07/10/2020 09:25

COLUSA 
GENERATING STATION 



Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2

GasFlowTot, _Event, 
100scf

Startup, Cold, TF Startup, Warm, TF Startup, Hot, TF
Shutdown, TF NormalOp, TF

1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s)

06/10/2020 00:00 0.0 0 0 0 0 0

06/10/2020 01:00 0.0 0 0 0 0 0

06/10/2020 02:00 0.0 0 0 0 0 0

06/10/2020 03:00 0.0 0 0 0 0 0

06/10/2020 04:00 0.0 0 0 0 0 0

06/10/2020 05:00 0.0 0 0 0 0 0

06/10/2020 06:00 0.0 0 0 0 0 0

06/10/2020 07:00 1,414.6 0 1 0 0 0

06/10/2020 08:00 5,935.8 0 1 0 0 0

06/10/2020 09:00 0.0 0 0 0 0 1

06/10/2020 10:00 0.0 0 0 0 0 1

06/10/2020 11:00 0.0 0 0 0 0 1

06/10/2020 12:00 0.0 0 0 0 0 1

06/10/2020 13:00 0.0 0 0 0 0 1

06/10/2020 14:00 0.0 0 0 0 0 1

06/10/2020 15:00 0.0 0 0 0 0 1

06/10/2020 16:00 0.0 0 0 0 0 1

06/10/2020 17:00 0.0 0 0 0 0 1

06/10/2020 18:00 0.0 0 0 0 0 1

06/10/2020 19:00 0.0 0 0 0 0 1

06/10/2020 20:00 0.0 0 0 0 0 1

06/10/2020 21:00 0.0 0 0 0 0 1

06/10/2020 22:00 0.0 0 0 0 0 1

06/10/2020 23:00 0.0 0 0 0 0 1

Average/Sum#: 7,350.4 # 0 # 2 # 0 # 0 # 15 #

Minimum: 0.0 0 0 0 0 0

Maximum: 5,935.8 0 1 0 0 1

%SI 0.00 0.00 0.00 0.00 0.00 0.00
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Red = Invalid or Excluded Data  |  Green = Edited Status  |  Blue = Edited Value  |  * = Excess Emission

Daily Summary Report
CT2 Event GasFlowTotal 100scf

Generated:

To: COLUSA GENERATING STATION

Maxwell, CA

Facility Name:

Location:

From: 06/30/2020 23:5904/01/2020 00:00

07/10/2020 09:25

COLUSA 
GENERATING STATION 



Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2

GasFlowTot, _Event, 
100scf

Startup, Cold, TF Startup, Warm, TF Startup, Hot, TF
Shutdown, TF NormalOp, TF

1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s)

06/11/2020 00:00 0.0 0 0 0 0 1

06/11/2020 01:00 0.0 0 0 0 0 1

06/11/2020 02:00 0.0 0 0 0 0 1

06/11/2020 03:00 0.0 0 0 0 0 1

06/11/2020 04:00 0.0 0 0 0 0 1

06/11/2020 05:00 0.0 0 0 0 0 1

06/11/2020 06:00 0.0 0 0 0 0 1

06/11/2020 07:00 0.0 0 0 0 0 1

06/11/2020 08:00 0.0 0 0 0 0 1

06/11/2020 09:00 0.0 0 0 0 0 1

06/11/2020 10:00 0.0 0 0 0 0 1

06/11/2020 11:00 0.0 0 0 0 0 1

06/11/2020 12:00 0.0 0 0 0 0 1

06/11/2020 13:00 0.0 0 0 0 0 1

06/11/2020 14:00 0.0 0 0 0 0 1

06/11/2020 15:00 0.0 0 0 0 0 1

06/11/2020 16:00 0.0 0 0 0 0 1

06/11/2020 17:00 0.0 0 0 0 0 1

06/11/2020 18:00 0.0 0 0 0 0 1

06/11/2020 19:00 0.0 0 0 0 0 1

06/11/2020 20:00 0.0 0 0 0 0 1

06/11/2020 21:00 0.0 0 0 0 0 1

06/11/2020 22:00 0.0 0 0 0 0 1

06/11/2020 23:00 88.1 0 0 0 1 0

Average/Sum#: 88.1 # 0 # 0 # 0 # 1 # 23 #

Minimum: 0.0 0 0 0 0 0

Maximum: 88.1 0 0 0 1 1

%SI 0.00 0.00 0.00 0.00 0.00 0.00
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Red = Invalid or Excluded Data  |  Green = Edited Status  |  Blue = Edited Value  |  * = Excess Emission

Daily Summary Report
CT2 Event GasFlowTotal 100scf

Generated:

To: COLUSA GENERATING STATION

Maxwell, CA

Facility Name:

Location:

From: 06/30/2020 23:5904/01/2020 00:00

07/10/2020 09:25

COLUSA 
GENERATING STATION 



Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2

GasFlowTot, _Event, 
100scf

Startup, Cold, TF Startup, Warm, TF Startup, Hot, TF
Shutdown, TF NormalOp, TF

1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s)

06/12/2020 00:00 0.0 0 0 0 0 0

06/12/2020 01:00 0.0 0 0 0 0 0

06/12/2020 02:00 0.0 0 0 0 0 0

06/12/2020 03:00 0.0 0 0 0 0 0

06/12/2020 04:00 0.0 0 0 0 0 0

06/12/2020 05:00 0.0 0 0 0 0 0

06/12/2020 06:00 0.0 0 0 0 0 0

06/12/2020 07:00 0.0 0 0 0 0 0

06/12/2020 08:00 0.0 0 0 0 0 0

06/12/2020 09:00 0.0 0 0 0 0 0

06/12/2020 10:00 0.0 0 0 0 0 0

06/12/2020 11:00 0.0 0 0 0 0 0

06/12/2020 12:00 0.0 0 0 0 0 0

06/12/2020 13:00 0.0 0 0 0 0 0

06/12/2020 14:00 0.0 0 0 0 0 0

06/12/2020 15:00 0.0 0 0 0 0 0

06/12/2020 16:00 0.0 0 0 0 0 0

06/12/2020 17:00 0.0 0 0 0 0 0

06/12/2020 18:00 0.0 0 0 0 0 0

06/12/2020 19:00 0.0 0 0 0 0 0

06/12/2020 20:00 0.0 0 0 0 0 0

06/12/2020 21:00 0.0 0 0 0 0 0

06/12/2020 22:00 0.0 0 0 0 0 0

06/12/2020 23:00 0.0 0 0 0 0 0

Average/Sum#: 0.0 # 0 # 0 # 0 # 0 # 0 #

Minimum: 0.0 0 0 0 0 0

Maximum: 0.0 0 0 0 0 0

%SI 0.00 0.00 0.00 0.00 0.00 0.00
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Red = Invalid or Excluded Data  |  Green = Edited Status  |  Blue = Edited Value  |  * = Excess Emission

Daily Summary Report
CT2 Event GasFlowTotal 100scf

Generated:

To: COLUSA GENERATING STATION

Maxwell, CA

Facility Name:

Location:

From: 06/30/2020 23:5904/01/2020 00:00

07/10/2020 09:25

COLUSA 
GENERATING STATION 



Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2

GasFlowTot, _Event, 
100scf

Startup, Cold, TF Startup, Warm, TF Startup, Hot, TF
Shutdown, TF NormalOp, TF

1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s)

06/13/2020 00:00 0.0 0 0 0 0 0

06/13/2020 01:00 0.0 0 0 0 0 0

06/13/2020 02:00 0.0 0 0 0 0 0

06/13/2020 03:00 0.0 0 0 0 0 0

06/13/2020 04:00 0.0 0 0 0 0 0

06/13/2020 05:00 0.0 0 0 0 0 0

06/13/2020 06:00 0.0 0 0 0 0 0

06/13/2020 07:00 0.0 0 0 0 0 0

06/13/2020 08:00 0.0 0 0 0 0 0

06/13/2020 09:00 0.0 0 0 0 0 0

06/13/2020 10:00 0.0 0 0 0 0 0

06/13/2020 11:00 0.0 0 0 0 0 0

06/13/2020 12:00 0.0 0 0 0 0 0

06/13/2020 13:00 0.0 0 0 0 0 0

06/13/2020 14:00 0.0 0 0 0 0 0

06/13/2020 15:00 0.0 0 0 0 0 0

06/13/2020 16:00 0.0 0 0 0 0 0

06/13/2020 17:00 0.0 0 0 0 0 0

06/13/2020 18:00 0.0 0 0 0 0 0

06/13/2020 19:00 0.0 0 0 0 0 0

06/13/2020 20:00 0.0 0 0 0 0 0

06/13/2020 21:00 0.0 0 0 0 0 0

06/13/2020 22:00 0.0 0 0 0 0 0

06/13/2020 23:00 0.0 0 0 0 0 0

Average/Sum#: 0.0 # 0 # 0 # 0 # 0 # 0 #

Minimum: 0.0 0 0 0 0 0

Maximum: 0.0 0 0 0 0 0

%SI 0.00 0.00 0.00 0.00 0.00 0.00
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Red = Invalid or Excluded Data  |  Green = Edited Status  |  Blue = Edited Value  |  * = Excess Emission

Daily Summary Report
CT2 Event GasFlowTotal 100scf

Generated:

To: COLUSA GENERATING STATION

Maxwell, CA

Facility Name:

Location:

From: 06/30/2020 23:5904/01/2020 00:00

07/10/2020 09:25

COLUSA 
GENERATING STATION 



Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2

GasFlowTot, _Event, 
100scf

Startup, Cold, TF Startup, Warm, TF Startup, Hot, TF
Shutdown, TF NormalOp, TF

1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s)

06/14/2020 00:00 0.0 0 0 0 0 0

06/14/2020 01:00 0.0 0 0 0 0 0

06/14/2020 02:00 0.0 0 0 0 0 0

06/14/2020 03:00 0.0 0 0 0 0 0

06/14/2020 04:00 0.0 0 0 0 0 0

06/14/2020 05:00 0.0 0 0 0 0 0

06/14/2020 06:00 0.0 0 0 0 0 0

06/14/2020 07:00 0.0 0 0 0 0 0

06/14/2020 08:00 0.0 0 0 0 0 0

06/14/2020 09:00 0.0 0 0 0 0 0

06/14/2020 10:00 0.0 0 0 0 0 0

06/14/2020 11:00 0.0 0 0 0 0 0

06/14/2020 12:00 3,170.1 0 1 0 0 0

06/14/2020 13:00 6,496.0 0 1 0 0 0

06/14/2020 14:00 7,967.9 0 1 0 0 0

06/14/2020 15:00 0.0 0 0 0 0 1

06/14/2020 16:00 0.0 0 0 0 0 1

06/14/2020 17:00 0.0 0 0 0 0 1

06/14/2020 18:00 0.0 0 0 0 0 1

06/14/2020 19:00 0.0 0 0 0 0 1

06/14/2020 20:00 0.0 0 0 0 0 1

06/14/2020 21:00 0.0 0 0 0 0 1

06/14/2020 22:00 0.0 0 0 0 0 1

06/14/2020 23:00 98.2 0 0 0 1 0

Average/Sum#: 17,732.2 # 0 # 3 # 0 # 1 # 8 #

Minimum: 0.0 0 0 0 0 0

Maximum: 7,967.9 0 1 0 1 1

%SI 0.00 0.00 0.00 0.00 0.00 0.00
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Red = Invalid or Excluded Data  |  Green = Edited Status  |  Blue = Edited Value  |  * = Excess Emission

Daily Summary Report
CT2 Event GasFlowTotal 100scf

Generated:

To: COLUSA GENERATING STATION

Maxwell, CA

Facility Name:

Location:

From: 06/30/2020 23:5904/01/2020 00:00

07/10/2020 09:25

COLUSA 
GENERATING STATION 



Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2

GasFlowTot, _Event, 
100scf

Startup, Cold, TF Startup, Warm, TF Startup, Hot, TF
Shutdown, TF NormalOp, TF

1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s)

06/15/2020 00:00 0.0 0 0 0 0 0

06/15/2020 01:00 0.0 0 0 0 0 0

06/15/2020 02:00 0.0 0 0 0 0 0

06/15/2020 03:00 0.0 0 0 0 0 0

06/15/2020 04:00 0.0 0 0 0 0 0

06/15/2020 05:00 0.0 0 0 0 0 0

06/15/2020 06:00 0.0 0 0 0 0 0

06/15/2020 07:00 0.0 0 0 0 0 0

06/15/2020 08:00 0.0 0 0 0 0 0

06/15/2020 09:00 0.0 0 0 0 0 0

06/15/2020 10:00 0.0 0 0 0 0 0

06/15/2020 11:00 0.0 0 0 0 0 0

06/15/2020 12:00 0.0 0 0 0 0 0

06/15/2020 13:00 0.0 0 0 0 0 0

06/15/2020 14:00 0.0 0 0 0 0 0

06/15/2020 15:00 0.0 0 0 0 0 0

06/15/2020 16:00 0.0 0 0 0 0 0

06/15/2020 17:00 0.0 0 0 0 0 0

06/15/2020 18:00 0.0 0 0 0 0 0

06/15/2020 19:00 0.0 0 0 0 0 0

06/15/2020 20:00 0.0 0 0 0 0 0

06/15/2020 21:00 0.0 0 0 0 0 0

06/15/2020 22:00 0.0 0 0 0 0 0

06/15/2020 23:00 0.0 0 0 0 0 0

Average/Sum#: 0.0 # 0 # 0 # 0 # 0 # 0 #

Minimum: 0.0 0 0 0 0 0

Maximum: 0.0 0 0 0 0 0

%SI 0.00 0.00 0.00 0.00 0.00 0.00
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Red = Invalid or Excluded Data  |  Green = Edited Status  |  Blue = Edited Value  |  * = Excess Emission

Daily Summary Report
CT2 Event GasFlowTotal 100scf

Generated:

To: COLUSA GENERATING STATION

Maxwell, CA

Facility Name:

Location:

From: 06/30/2020 23:5904/01/2020 00:00

07/10/2020 09:25

COLUSA 
GENERATING STATION 



Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2

GasFlowTot, _Event, 
100scf

Startup, Cold, TF Startup, Warm, TF Startup, Hot, TF
Shutdown, TF NormalOp, TF

1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s)

06/16/2020 00:00 0.0 0 0 0 0 0

06/16/2020 01:00 0.0 0 0 0 0 0

06/16/2020 02:00 0.0 0 0 0 0 0

06/16/2020 03:00 0.0 0 0 0 0 0

06/16/2020 04:00 0.0 0 0 0 0 0

06/16/2020 05:00 0.0 0 0 0 0 0

06/16/2020 06:00 0.0 0 0 0 0 0

06/16/2020 07:00 0.0 0 0 0 0 0

06/16/2020 08:00 0.0 0 0 0 0 0

06/16/2020 09:00 0.0 0 0 0 0 0

06/16/2020 10:00 0.0 0 0 0 0 0

06/16/2020 11:00 0.0 0 0 0 0 0

06/16/2020 12:00 0.0 0 0 0 0 0

06/16/2020 13:00 0.0 0 0 0 0 0

06/16/2020 14:00 0.0 0 0 0 0 0

06/16/2020 15:00 0.0 0 0 0 0 0

06/16/2020 16:00 0.0 0 0 0 0 0

06/16/2020 17:00 0.0 0 0 0 0 0

06/16/2020 18:00 0.0 0 0 0 0 0

06/16/2020 19:00 0.0 0 0 0 0 0

06/16/2020 20:00 0.0 0 0 0 0 0

06/16/2020 21:00 0.0 0 0 0 0 0

06/16/2020 22:00 0.0 0 0 0 0 0

06/16/2020 23:00 0.0 0 0 0 0 0

Average/Sum#: 0.0 # 0 # 0 # 0 # 0 # 0 #

Minimum: 0.0 0 0 0 0 0

Maximum: 0.0 0 0 0 0 0

%SI 0.00 0.00 0.00 0.00 0.00 0.00
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Red = Invalid or Excluded Data  |  Green = Edited Status  |  Blue = Edited Value  |  * = Excess Emission

Daily Summary Report
CT2 Event GasFlowTotal 100scf

Generated:

To: COLUSA GENERATING STATION

Maxwell, CA

Facility Name:

Location:

From: 06/30/2020 23:5904/01/2020 00:00

07/10/2020 09:25

COLUSA 
GENERATING STATION 



Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2

GasFlowTot, _Event, 
100scf

Startup, Cold, TF Startup, Warm, TF Startup, Hot, TF
Shutdown, TF NormalOp, TF

1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s)

06/17/2020 00:00 0.0 0 0 0 0 0

06/17/2020 01:00 0.0 0 0 0 0 0

06/17/2020 02:00 0.0 0 0 0 0 0

06/17/2020 03:00 0.0 0 0 0 0 0

06/17/2020 04:00 0.0 0 0 0 0 0

06/17/2020 05:00 0.0 0 0 0 0 0

06/17/2020 06:00 0.0 0 0 0 0 0

06/17/2020 07:00 0.0 0 0 0 0 0

06/17/2020 08:00 0.0 0 0 0 0 0

06/17/2020 09:00 3,998.2 0 1 0 0 0

06/17/2020 10:00 5,112.5 0 1 0 0 0

06/17/2020 11:00 5,346.7 0 1 0 0 0

06/17/2020 12:00 0.0 0 0 0 0 1

06/17/2020 13:00 0.0 0 0 0 0 1

06/17/2020 14:00 0.0 0 0 0 0 1

06/17/2020 15:00 0.0 0 0 0 0 1

06/17/2020 16:00 0.0 0 0 0 0 1

06/17/2020 17:00 0.0 0 0 0 0 1

06/17/2020 18:00 0.0 0 0 0 0 1

06/17/2020 19:00 0.0 0 0 0 0 1

06/17/2020 20:00 0.0 0 0 0 0 1

06/17/2020 21:00 0.0 0 0 0 0 1

06/17/2020 22:00 0.0 0 0 0 0 1

06/17/2020 23:00 84.6 0 0 0 1 0

Average/Sum#: 14,542.0 # 0 # 3 # 0 # 1 # 11 #

Minimum: 0.0 0 0 0 0 0

Maximum: 5,346.7 0 1 0 1 1

%SI 0.00 0.00 0.00 0.00 0.00 0.00
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Red = Invalid or Excluded Data  |  Green = Edited Status  |  Blue = Edited Value  |  * = Excess Emission

Daily Summary Report
CT2 Event GasFlowTotal 100scf

Generated:

To: COLUSA GENERATING STATION

Maxwell, CA

Facility Name:

Location:

From: 06/30/2020 23:5904/01/2020 00:00

07/10/2020 09:25

COLUSA 
GENERATING STATION 



Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2 Unit CT2

GasFlowTot, _Event, 
100scf

Startup, Cold, TF Startup, Warm, TF Startup, Hot, TF
Shutdown, TF NormalOp, TF

1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s) 1 Hour(s)

06/18/2020 00:00 0.0 0 0 0 0 0

06/18/2020 01:00 0.0 0 0 0 0 0

06/18/2020 02:00 0.0 0 0 0 0 0

06/18/2020 03:00 0.0 0 0 0 0 0

06/18/2020 04:00 0.0 0 0 0 0 0

06/18/2020 05:00 0.0 0 0 0 0 0

06/18/2020 06:00 0.0 0 0 0 0 0

06/18/2020 07:00 1,432.5 0 1 0 0 0

06/18/2020 08:00 6,298.8 0 1 0 0 0

06/18/2020 09:00 0.0 0 0 0 0 1

06/18/2020 10:00 0.0 0 0 0 0 1

06/18/2020 11:00 0.0 0 0 0 0 1

06/18/2020 12:00 0.0 0 0 0 0 1

06/18/2020 13:00 0.0 0 0 0 0 1

06/18/2020 14:00 0.0 0 0 0 0 1

06/18/2020 15:00 0.0 0 0 0 0 1

06/18/2020 16:00 0.0 0 0 0 0 1

06/18/2020 17:00 0.0 0 0 0 0 1

06/18/2020 18:00 0.0 0 0 0 0 1

06/18/2020 19:00 0.0 0 0 0 0 1

06/18/2020 20:00 0.0 0 0 0 0 1

06/18/2020 21:00 0.0 0 0 0 0 1

06/18/2020 22:00 0.0 0 0 0 0 1

06/18/2020 23:00 92.7 0 0 0 1 0

Average/Sum#: 7,824.0 # 0 # 2 # 0 # 1 # 14 #

Minimum: 0.0 0 0 0 0 0

Maximum: 6,298.8 0 1 0 1 1

%SI 0.00 0.00 0.00 0.00 0.00 0.00
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Red = Invalid or Excluded Data  |  Green = Edited Status  |  Blue = Edited Value  |  * = Excess Emission

Daily Summary Report
CT2 Event GasFlowTotal 100scf

Generated:

To: COLUSA GENERATING STATION

Maxwell, CA

Facility Name:

Location:

From: 06/30/2020 23:5904/01/2020 00:00

07/10/2020 09:25

COLUSA 
GENERATING STATION 

































































































































































































































































ATTACHMENT 14 
Certification Report 

 
FCD: AQ-22 
Title V: #13 
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